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ABSTRACT
The development of a green-building project following a speciic reference standard such as LEED, brings new 
conditions and restrains for all subjects involved in the process. Such changes afect technicians, owners, bureaucracy 
and also the management tasks either during design or construction phases. Within this scope, the management of 
sustainability-related activities plays a key role for the optimization of the design-project development. This research 
analyzes the design process of two diferent case-study projects undergoing the same green-building certiication 
from the project management perspective. In both project sustainability-related activities were performed throughout 
the design process however, in one of them such activities were integrated to the building-design development and in 
the other they were not. The projects selected for the scope of the research is a new nursing home complex located in 
Northern Italy and an oice building project in Barcelona (Spain) currently pursuing the LEED certiication. A new me-
thodology was created in order to analyze the project and evaluate the efects of detected project-management issues 
under three diferent points of view: costs, time and building sustainability. Such “issues” were identiied by researchers 
on the basis of the LEAN-deinition of “waste”. The scope of the research is to demonstrate a positive relationship be-
tween integration of the process green-building tasks and successful development of green-building projects within 
the European construction environment. The results showed that integration of green-building tasks through the de-
velopment of the design process can considerably afect the cost, schedule and sustainability of the project design.
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The whole research is based on the comparison of real 
case-study projects and has been carried out through 
three diferent stages:
• Data collection and process illustration;
• Process Analysis and detection of project-manage-
ment issues;
• Estimate of the impact of project-management issues 
on project costs, schedule and sustainability.
The projects selected for the case-study is a new nur-
sing-home complex located in Trento, Northern Italy, 
and an oice building located in Barcelona, Spain, both 
certiied under the LEED protocol, with a total budget of 
approximately 1o Million Euros. The choice of these case-
-study projects was made on the basis of the following 
statements:
• Direct access to project information and contact with 
all technicians involved in the project;
• Simultaneity between research and project design 
development;
• Project sustainability referring to LEED credits as ben-
chmark for evaluation.
The choice of real case-study projects helped resear-
chers testing a new methodology for the analysis of the 
project management issues in green-building develop-
ments. The intent is to develop, with future research, a 
deep hands-on analysis where speciic problems related 
to speciic activities and circumstances could be identi-
ied and, possibly, prevented.
2.1 Deliverables and potential benefits of 
the research.
The present research has two main outputs:
• The endorsement of the new methodology developed 
by researchers in previous investigations for analyzing 
sustainability-related issues within the development 
of a European green-building design project.
• The evaluation of the impact of process integration for 
sustainability-related tasks within the design process 
in terms of costs, time and sustainability features.
3. METHODOLOGY
This study focuses on the practical implementation 
of a methodology developed during a previous investi-
gation where researchers analyzed a single case-study 
project and developed a method to estimate the entity of 
project management problems generated by the lack of 
process integration [11] (Orsi & Guillamón, 2016).
1. INTRODUCTION
The importance of sustainability within the construc-
tion business has been increasing dramatically during the 
last decades [1] (P. Hansford et al. – 2013) and, as some 
research studies point out, “an increased emphasis must 
be placed on the processes and competencies required 
to deliver high-performance buildings” [2] (Horman et 
al. – 2006). Currently, many researchers focus on unders-
tanding diferent aspects of delivering green-building 
projects in order to minimize waste, maximize value, and 
reduce cost. During the last years several research studies 
analyzed diferent project management issues related to 
green-building developments. Their main goal is to op-
timize the project management process for developing 
green-building projects focusing on diferent aspects, 
such as, counterfactual analysis [3] (Klotz et al. - 2009), 
LEAN processes [4] (Lapinski et al. – 2006), piloting evalua-
tion metrics [5] (Korkmaz et al. – 2010).
As Lenle points out in a recent study, “the links betwe-
en studies devoted to project management and innovation 
management are complex and marked by a relative lack of 
communication between the two ields” [6] (Lenle – 2008). 
Moreover, during the last years project management prac-
tice has evolved into a business process and got detached 
from the practical aspects of the job tasks [7] (Kerzer – 2013). 
The scope of this research is to develop a practical compa-
rison between projects with diferent levels of integration 
for the development of green-building tasks.
The concept of sustainability has been standardized 
internationally through the implementation of diferent 
protocols but the majority of the research studies have 
been developed on the basis of common project mana-
gement processes that refer to the United States cons-
truction industry [8] (Lopez & Sánchez – 2010). Recently, 
sustainability has become a key aspect of the construc-
tion ield [9] (Enache, Pommer & Horman – 2009) and this 
includes also project management. However, despite 
their demonstrated beneits, green buildings are not yet 
perceived as attractive projects because most people as-
sociate green features with expensive technologies that 
add cost [10] (Castro-Lacouture et al.).
2. SCOPE OF THE RESEARCH
The scope of this research is to analyze the efect of 
process integration for green-building design delivery wi-
thin the European Community.
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Following the original scope, researchers focused on 
identifying project management “problems”, deined 
on the basis of the “waste” deinition of the LEAN philo-
sophy. In simple words, any type of activity performed 
during the process that in spite of consuming resour-
ces doesn’t bring added value to the inal product [12] 
(J. Liker - 2003). Five types of problems were considered 
for the purpose of this research: waiting (process delays), 
transportation (unnecessary displacement of people or 
materials), extra-processing (re-manufacturing and reite-
ration), costs (unforeseen costs for project-related tasks), 
defects (project weaknesses that didn’t allow the achieve-
ment of the expected LEED certiication). Project-related 
information were collected with two diferent methods: 
project documentation analysis and personal interviews. 
Project owners provided all project documentation such 
as technical reports and drawings and included all infor-
mation related to each phase, activity and event afecting 
the project design phase from the early preliminary de-
sign stage until the inal executive phase. Interviews were 
made by researchers personally to technicians and per-
sonnel involved in the project. The interview process was 
standardized by using a common procedure for all inter-
viewees. Each subject recognized all the problems they 
encountered during the design development and indica-
ted them in the list of project activities developed before.
The results obtained from the data collection process 
allowed researchers to identify the project priorities or, 
in other words, the independent variables that had to be 
considered for the scope of this research. Such indepen-
dent variables are:
• Time deviation: intended as the delay sufered by all 
sustainability-related activities of the project impac-
ted by any of the project management issues during 
the design-phase development.
• Cost deviation: intended as all additional costs caused 
by project-management issues for the development 
of sustainability-related activities.
• Sustainability deviation: intended as the loss of cer-
tiication points, under the LEED reference standard, 
caused by project-management issues for the develo-
pment of sustainability-related activities.
Problems, as deined above, were identiied by all 
subjects involved and were gathered together in several 
“categories of issues” which represent the dependent va-
riables researchers aimed to focus on. The categories of 
issues identiied for the purpose of the present research 
are listed below:
• Misunderstanding  of  Commissioning  Authority’s  (CxA) 
tasks  and  process.  Project designers and owner didn’t 
understand the role of the Commissioning Authority 
and in spite of the suggestions of the LEED consultant 
the design was carried out without the CxA help until 
the very last stage.
• No appropriate clauses in bid documentation. No speci-
ic clauses were introduced in order to determine how 
and for which compensation LEED-related services 
would have been performed. During the later design 
and construction phases the costs of such services 
were subject to luctuation on the basis of the cons-
truction cost variation.
• Systematic cuts to budget due to change-orders and de-
lays. The delay of the project design phase brought to 
price increase and big deicits in the project budget 
which involved also the sustainability-related aspect.
• Lack of knowledge about energy modelling role and pro-
cess. The mechanical engineers in charge of the design 
development developed an energy model that could 
not be interfaced with the LEED-required software. 
Another energy modeler had then to be contracted in 
order to partially or totally redevelop the original mo-
del however, the second energy modeler was brought 
in too late in order to have signiicant impact on the 
project because by the time the energy model was i-
nished the inal design had already been inished and 
approved with little or no margin for modiication.
• Lack of project manager supervising the whole project. A 
project manager for sustainability-related and LEED-
related issues was contracted from the beginning 
but no general project manager was overviewing the 
whole process. This brought to a lack of coordination 
between subjects involved and consequent fragmen-
tation of the process.
Problems related to project schedule and therefore to 
time variance were analyzed and evaluated with the use 
of a project management software, Microsoft Project. The 
list of activities was used to create a Gantt diagram for the 
whole project. Problems were accounted as activities and 
identiied with diferent colors depending on their rela-
tionship with time, costs or sustainability. For the purpose 
of the present research only issues related to green-buil-
ding activities were taken into consideration. Duration of 
each activity was deined on the basis of the data collec-
ted from the project documentation.
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an international scale where subjects involved have dife-
rent backgrounds, benchmark and procedures.
This leads to the irst contribution of the present stu-
dy: the quality of the project sustainability features could 
be improved by enhancing the integration between sub-
jects involved in the design process.
Positive relationship between green-building features 
and project management. 
Researcher demonstrate the existence of a relationship 
between the level of project integration and sustainabili-
ty for the development of green-building projects. The 
cross-case analysis showed that both ields are mutually 
linked and that the eicacy of one can impact the success 
of the other. Following the literature review researchers 
focused also on the strong relationship between project 
management and process integration (Jainendrakumar, 
2015). The relationship between project management 
and green-building development can also be seen as the 
relationship between two subjects which goal is to opti-
mize the use of available resources. Let these resources be 
mainly time and costs for project management and water, 
energy and others for sustainability. Finally, all resources 
can be spent and both project management and sustai-
nability focus on spending them the best possible way.
This leads to the second contribution of the present 
study: the relationship between project management 
and green-building projects which also supports the rela-
tionship between sustainability and afordability.
Green-building activities as critical tasks for the schedu-
ling process.
The analysis of diferent case studies led researchers 
to identify a parallelism between design activities, (in-
cluding architectural, mechanical, structural design) and 
sustainability-related activities. As cited above, for the 
nursing home project such activities were not integrated 
in the design process on a frequent basis but were con-
sidered only sporadically for global meetings. This didn’t 
happened for the second case study where results were 
sensibly diferent. Researchers saw that the schedule de-
veloped for design-related tasks did not always coincide 
with the sustainability-related one and, being the LEED 
certiication a long process with no speciic deadlines, 
these activities were never considered in the global plan-
ning procedure and therefore, even if behind schedu-
le, were never considered critical. This was the cause of 
several problems, such as, the misunderstanding of the 
CxA role or the lack of use given to the energy model. 
project owner had a diferent order of priorities for each 
of the three independent variables. For the nursing-home 
project the most important was always the “cost” variable 
mainly because, as explained above, it depended on a pu-
blic funding which had already been approved and could 
not be changed. However, this project also had “time” as 
the least important variable and, according to the analysis, 
these two variables are heavily related one to the other. 
Most of the issues that generated the cost variance depen-
ded on delays which imposed change orders, project rema-
nufacturing tasks and other expensive activities. Therefore, 
is important to notice that cost variance and time variance 
depend one from the other or, said in other words, from the 
project management perspective, also during the design 
phase of a green-building project, time is money.
Cross-case analysis: sustainability.
For all projects analyzed for the scope of this research 
sustainability was never considered as the priority. None of 
the project budgets was ever modiied for a sustainability-
-related problem and this had severe consequences on the 
inal level of sustainability of the project. However, the re-
searcher noticed a substantial diference between the way 
the LEED procedure was developed in the two projects. For 
the oice building project sustainability was an integrated 
aspect of the design that was constantly upgraded, modi-
ied and adapted to the new schedule and budget needs. 
For the nursing home project however, sustainability was 
developed more as an outsider activity which had to be 
considered just once-in-a-while during comprehensive 
meetings with all technicians involved. This detachment 
of green-building activities from the design-development 
phase caused a growing gap between what should have 
been done and what could be done leading to a withdraw 
of many green-building features and tasks.
6. CONCLUSIONS
Importance of process integration for the development of 
green-building projects.
The analysis of the results highlighted the positive re-
lationship between process integration and development 
of green-building projects which has to be perceived 
from a broad perspective. Integration intended as physi-
cal integration, in which each component can physically 
interact with each other, and timely integration where te-
chnicians involved interact on a frequent basis with each 
other. Promoting this broad concept of integration in rela-
tionship with the development of green-building projects 
has a great potential impact on the business especially at 
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Considering sustainability-related tasks as critical activi-
ties within the global design planning and goal may pre-
vent future issues for both sustainability features, budget 
and time spent. This is the third contribution of this study 
which follows the original idea of Horman related to the 
priority of sustainability-related tasks (Horman, 2006).
7. LIMITATIONS
Time analysis:
Estimating the delay of single activities resulted so-
metimes di cult because depended from tasks which 
dependency could not be calculated. Therefore, for the 
purpose of this research activities with undeined sche-
duling features were considered not individually but as 
part of groups of activities (milestones) whose start and 
ending point could be determined univocally.
Cost Analysis:
Indirect costs estimate was often ambiguous because 
could not be linked to written documents nor to any spe-
ciic project activity. Information related to indirect costs 
were collected through interviews to subjects who some-
times could not identify project management wastes.
Researchers only analyzed the cost of the problems 
they had related information of, there might have been 
other extra costs that couldn’t be estimate because nobo-
dy appointed them as problems and so researchers didn’t 
even know the existence of.
Sustainability Analysis
For the purpose of the present work researchers took 
into consideration only a single green-building protocol, 
LEED. This protocol represents only a fraction of the gre-
en-building construction market and therefore results of 
the present research have to be considered partially valid.
Finally, as a general limitation for the work, resear-
chers specify that avoiding the causes that determined 
the problems mentioned above is a necessary condition 
but maybe not suicient to avoid the waste. The problems 
listed above have been calculated with reference to an 
optimum and ideal situation characterized by zero waste 
in terms of time, costs and sustainability. Researchers do 
not have evidence that such waste can be fully avoided. 
In order to validate this thesis, researchers would need 
to analyze other projects where appropriate means and 
resources are implemented in order to prevent wastes 
listed above. This, along with other ideas listed below, re-
presents one possible ield for the development of future 
research works.
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